FROM: Systems West Engineers, Inc.
725 A Street
Springfield, Oregon 97477

TO: Prospective Bidders

PROJECT: LCOG Willamette Internet Exchange (WIX) Design

DATE: December 6, 2019

This addendum forms a part of the Contract Documents and modifies the original Bidding Documents dated October 28, 2019 as noted below. Acknowledge receipt of this addendum in the space provided on the Bid Form. Failure to do so may subject the Bidder to disqualification.

GENERAL

1. PRE-BID CONFERENCE ATTENDANCE LIST, December 4, 2019: Attached

2. Data Cabinets are Owner Furnished and Contractor Installed within the project as shown on Drawings. Cabinets Manufacturer and Model: APC AR3150.

3. Late date for contractor questions and substitutions is Monday, December 9, 2019 at 5 pm.

SPECIFICATIONS

4. SECTION #26 0500 – GENERAL ELECTRICAL PROVISIONS

   a. Change the following in paragraph 1.04(B)(11): Cummins GGHG to Cummins GTA8.3G Series.

   b. Insert Paragraph 1.04(13) to read: Provide necessary DC wiring between DC plant and each respective IT cabinet. Furnish all accessories and appurtenances required for a complete DC wiring system.

   c. Add paragraph 1.05(C)(1)(c) to read: Modular DC Power System.

5. SECTION #26 3213 – STANDBY GENERATOR SYSTEM
Addendum No. 02
December 6, 2019
Page 2

a. **Change** the following in paragraph 2.01(A): Caterpillar DG175 GC to **Cummins GTA8.3G Series.**

6. SECTION #28 3100 – FIRE ALARM SYSTEM

   a. **Add to** Paragraph 1.01(A): “... to the existing **addressable** automatic fire alarm and detection system.”

   b. **Insert** Paragraph 1.01(B) to read: All modifications and additions must be compatible with the existing Notifier NWF2-100 Fire Alarm Control Panel.

**DRAWINGS**

SHEET # - SHEET NAME

7. M133 SECOND FLOOR MECHANICAL PIPING PLAN:

   a. **Change** piping sizes as shown in clouded boundaries on attached sheet.

**APPROVALS**

NOT USED.

**NOT-APPROVED**

Individual responses to substitution requests are not provided. Manufacturers listed below were submitted and are not approved.

<table>
<thead>
<tr>
<th>Section</th>
<th>Manufacturer Submitted</th>
</tr>
</thead>
<tbody>
<tr>
<td>26 32 13</td>
<td>MTU Onsite Energy</td>
</tr>
</tbody>
</table>

END OF ADDENDUM NO. 2

_________________________________________
Paul E. Fooks, PE

PEF:jaw

Enclosures:

Prebid Conference Attendance List, December 4, 2019
M133 Second Floor Mechanical Piping Plan

\swe-nas\company\Projects\U044.01\02 Specifications\Addenda\2019-12-06_LCOG WIX Addendum 02.docx
<table>
<thead>
<tr>
<th>Name</th>
<th>Company</th>
<th>Phone #</th>
<th>E-mail Address</th>
</tr>
</thead>
<tbody>
<tr>
<td>SPENCER LEMMON</td>
<td>Wildish Building Co</td>
<td>541-683-7759</td>
<td><a href="mailto:spencer.L@wildish.com">spencer.L@wildish.com</a></td>
</tr>
<tr>
<td>Chris Vejarosa</td>
<td>Richards Remodeling</td>
<td>541-952-1374</td>
<td><a href="mailto:chris@richardsremodeling.com">chris@richardsremodeling.com</a></td>
</tr>
<tr>
<td>Chris Smith</td>
<td>FM Sheet Metal</td>
<td>541-726-3000</td>
<td><a href="mailto:csmith@fmsheetmetal.com">csmith@fmsheetmetal.com</a></td>
</tr>
<tr>
<td>Robert Mertens</td>
<td></td>
<td>541-912-0223</td>
<td><a href="mailto:rmertens@fmsheetmetal.com">rmertens@fmsheetmetal.com</a></td>
</tr>
</tbody>
</table>

PRE-BID MEETING ATTENDANCE LIST

Project: LCOG WIX Expansion  
SWE No.: U044.01  
Location: Eugene, Oregon  
Date: Wed 12/04/2019
PROVIDE 1/2" CW CONNECTION TO (E) 2"-1/2" CW RISER LOCATED IN EXISTING PLUMBING CHASE. ROUTE 1/2" CW ABOVE 2ND FLOOR CEILING.

OFFSET CONDENSER WATER PIPING AND INSTALL TO MAINTAIN CLEARANCE TO EXISTING DUCT FIRE DAMPER AT SHAFT WALL.

CHECK VALVE IN PUMPED CONDENSATE WASTE.